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NOTE:
EXTERIOR WINDOW WALL LAYOUT MAY VARY FROM ROOM TO
ROOM, CONTRACTOR TO PROVIDE FINISH MATERIALS TO MEET
NEW DESIGN INTENT, INCLUDING BUT NOT LIMITED TO WINDOW
SILL, PAINT, WALL PROTECTION, WINDOW TREATMENT, ETC.

COLUMN MAY
OCCUR, SEE FLOOR
PLANS

CONTINUOUS
WINDOW AND SILL
MAY OCCUR, SEE
FLOOR PLANS
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VERIFY QUANTITY AND LOCATION WITH COR PRIOR TO MANUFACTURING
COORDINATE WITH MECHANICAL, ELECTRICAL, AND PLUMBING DRAWINGS
A - MEDICAL AIR
BR - BED RECEPTACLE
BS - BED STATION
D - DATA OUTLET
E - EMERGENCY POWER (QUAD RECEPTACLE)
N - NORMAL POWER (QUAD RECEPTACLE)
O - OXYGEN
PM - PATIENT MONITORING
$ - SWITCH
V - VACUM
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VERIFY TILE USE AND LOCATION WITH COR AND MANUFACTURER PRIOR TO MANUFACTURERING
AR - ACCESSORY RAIL
AS - ABOVE SINK PANEL
BL - BLANK TILE
DM - DRAWER MODULE
GL - GLOVE CABINET
LC - LINEN CART
PT - PAPER TOWEL CABINET
SK - ADA SINK WITH SINK ENCLOSURE
WR - WARDROBE CABINET WITH DRAWER MODULE
WC - WORK SURFACE COUNTER (CUSTOM SIZE)

RM - RASBERRY MED DISPLAY PANEL WITHIN FOOTWALL SYSTEM (COORDINATE WITH EACH
MANUFACTURER'S REQUIREMENTS AND ELECT. DWGS.)
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4100 WEST THIRD STREET, DAYTON, OH, 45428

INTERIOR ELEVATIONS

75% SUBMISSION 10/19/2012

100% SUBMISSION

AMENDMENT NO. 1

12/14/2012

07/30/2013

A-17
NS/KK/ML/TH APOB

552-13-202

January 25, 2013

18101 RENOVATE PATIENT WARDS FOR
PRIVACY, 3RD AND 4TH FLOOR, B-330
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SCALE:  1/4" = 1'-0"

CORRIDOR
1

SCALE:  1/4" = 1'-0"

CORRIDOR
2

SCALE:  1/4" = 1'-0"

TYPICAL HEADWALL
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SCALE:  1/4" = 1'-0"

TYPICAL FOOTWALL
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SCALE:  1/4" = 1'-0"

PATIENT ROOM
5

SCALE:  1/4" = 1'-0"

PATIENT ROOM
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SCALE:  1/4" = 1'-0"

PATIENT TOILET
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SCALE:  1/4" = 1'-0"

PATIENT TOILET
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SCALE:  1/4" = 1'-0"

PATIENT TOILET
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SCALE:  1/4" = 1'-0"

PATIENT TOILET
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SCALE:  1/4" = 1'-0"

HEADWALL COORDINATION
3A

SCALE:  1/4" = 1'-0"

FOOTWALL COORDINATION
4A

SCALE:  1/4" = 1'-0"

PATIENT TOILET
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SCALE:  1/4" = 1'-0"

PATIENT TOILET
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SCALE:  1/4" = 1'-0"

PATIENT TOILET
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SCALE:  1/4" = 1'-0"

PATIENT TOILET
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SCALE:  1/4" = 1'-0"

BARIATRIC TOILET
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SCALE:  1/4" = 1'-0"

BARIATRIC TOILET
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SCALE:  1/4" = 1'-0"

BARIATRIC TOILET
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SCALE:  1/4" = 1'-0"

BARIATRIC TOILET
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SCALE:  1/4" = 1'-0"

ADA TOILET
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SCALE:  1/4" = 1'-0"

ADA TOILET
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SCALE:  1/4" = 1'-0"

ADA TOILET
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SCALE:  1/4" = 1'-0"

ADA TOILET
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PROVIDE AND COORDINATE BLOCKING
AS REQUIRED BY MANUFACTURER

PROVIDE AND COORDINATE BLOCKING
AS REQUIRED BY MANUFACTURER

TYPICAL CERAMIC TILE PATTERN
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